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| EL=250.46 @ FIRE VAULT (SEE DETAIL CR106) WITH 2 1/2" DOMESTIC
—— 12" BRASS CLEANOUT PLUG | TAGGED C/S BOL METER (NOTE: DOMESTIC SERVICE TO HAVE RPZ BACKFLOW
| " INSIDE BUILDING — SEE MEP FOR DETAILS)
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A 6"— 45°BEND \ S —— — — | ; ‘
R/W — 6”x6"x6"—45° WYE | J = Lk \ SEE MEP FOR EXACT LOCATION OF SEWER STUB-OUT
» ‘ " @ CONNECT TO EXISTING SANITARY SEWER LINE —
6" PIPE | CONTRACTOR TO VERIFY IN FIELD THE LOCATION AND
| (8,9 20 INVERT OF SEWER LINE.
| N SEE ELECTRICAL DRAWINGS FOR DETAILS OF OUTSIDE
| \ =Y p’?‘f@/\ @(/Q ELECTRICAL EQUIPMENT. FFE FOR PAD IS 247.2 FT.
d5.21 1dv IN 220 (&50z,
|I pab-=a 7NV ouTs \ RIS
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AND FITTINGS SHALL h % 229.64 SRR
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LINE
GENERAL NOTES

A. EXISTING CONDITIONS ARE FROM A COMBINATION OF GROUND
RUN SURVEY INFORMATION AND INFORMATION FROM THE
DESIGN OF THE ADJACENT WELLNESS CENTER PROJECT AS
PROVIDED BY THE CLIENT.

B. UTILITY LOCATIONS ARE APPROXIMATE AS PER UTILITY

5 \ % LOCATE AND GROUND RUN SURVEY INFORMATION AND IS

N \ N SHOWN FOR COORDINATION PURPOSES ONLY. PHYSICAL

@ \ » LOCATION OF EXISTING UTILITIES NEEDS TO BE VERIFIED BY
> \ X THE CONTRACTOR IN THE FIELD.

C. LOCATION OF PROPOSED WELLNESS CENTER FROM
INFORMATION PROVIDED BY THE CLIENT

D. FIRE FLOW CALCULATIONS FOR MOST REMOTE POINT: 1500
SQ FT x 0.1 GPM = 150 GPM PLUS HOSE STREAM OF
100 GPM. TOTAL GPM DEMAND WOULD BE 250 GPM.
(CALCULATIONS AS PROVIDED BY MEP)
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